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Mercury = Mercury emission rate from the 
boiler or process heater in units of pounds 
per million Btu. 

HGi90 = 90th percentile confidence level con-
centration of mercury in fuel, i, in units of 
pounds per million Btu as calculated ac-
cording to Equation 8 of this section. 

Qi = Fraction of total heat input from fuel 
type, i, based on the fuel mixture that has 
the highest mercury content. If you do not 
burn multiple fuel types, it is not nec-
essary to determine the value of this term. 
Insert a value of ‘‘1’’ for Qi. 

n = Number of different fuel types burned in 
your boiler or process heater for the mix-
ture that has the highest mercury content. 

(e) You must submit the Notification 
of Compliance Status containing the 
results of the initial compliance dem-
onstration according to the require-
ments in § 63.7545(e). 

CONTINUOUS COMPLIANCE REQUIREMENTS 

§ 63.7535 How do I monitor and collect 
data to demonstrate continuous 
compliance? 

(a) You must monitor and collect 
data according to this section and the 
site-specific monitoring plan required 
by § 63.7505(d). 

(b) Except for monitor malfunctions, 
associated repairs, and required quality 
assurance or control activities (includ-
ing, as applicable, calibration checks 
and required zero and span adjust-
ments), you must monitor continu-
ously (or collect data at all required 
intervals) at all times that the affected 
source is operating. 

(c) You may not use data recorded 
during monitoring malfunctions, asso-
ciated repairs, or required quality as-
surance or control activities in data 
averages and calculations used to re-
port emission or operating levels. You 
must use all the data collected during 
all other periods in assessing the oper-
ation of the control device and associ-
ated control system. Boilers and proc-
ess heaters that have an applicable car-
bon monoxide work practice standard 
and are required to install and operate 
a CEMS, may not use data recorded 
during periods when the boiler or proc-
ess heater is operating at less than 50 
percent of its rated capacity. 

§ 63.7540 How do I demonstrate con-
tinuous compliance with the emis-
sion limits and work practice stand-
ards? 

(a) You must demonstrate contin-
uous compliance with each emission 
limit, operating limit, and work prac-
tice standard in Tables 1 through 4 to 
this subpart that applies to you accord-
ing to the methods specified in Table 8 
to this subpart and paragraphs (a)(1) 
through (10) of this section. 

(1) Following the date on which the 
initial performance test is completed 
or is required to be completed under 
§§ 63.7 and 63.7510, whichever date 
comes first, you must not operate 
above any of the applicable maximum 
operating limits or below any of the 
applicable minimum operating limits 
listed in Tables 2 through 4 to this sub-
part at all times except during periods 
of startup, shutdown and malfunction. 
Operating limits do not apply during 
performance tests. Operation above the 
established maximum or below the es-
tablished minimum operating limits 
shall constitute a deviation of estab-
lished operating limits. 

(2) You must keep records of the type 
and amount of all fuels burned in each 
boiler or process heater during the re-
porting period to demonstrate that all 
fuel types and mixtures of fuels burned 
would either result in lower emissions 
of TSM, HCl, and mercury, than the ap-
plicable emission limit for each pollut-
ant (if you demonstrate compliance 
through fuel analysis), or result in 
lower fuel input of TSM, chlorine, and 
mercury than the maximum values cal-
culated during the last performance 
tests (if you demonstrate compliance 
through performance testing). 

(3) If you demonstrate compliance 
with an applicable HCl emission limit 
through fuel analysis and you plan to 
burn a new type of fuel, you must re-
calculate the HCl emission rate using 
Equation 9 of § 63.7530 according to 
paragraphs (a)(3)(i) through (iii) of this 
section. 

(i) You must determine the chlorine 
concentration for any new fuel type in 
units of pounds per million Btu, based 
on supplier data or your own fuel anal-
ysis, according to the provisions in 
your site-specific fuel analysis plan de-
veloped according to § 63.7521(b). 
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